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BRIDGE ASBESTOS INSPECTION RESULTS 
 

NYSDOT D031085, PIN 3501.60 –  
I-81 Viaduct Replacement or New Urban Arterial 

City of Syracuse, Onondaga County 
 
 

BIN 1031510 – East Glen over Existing I-81 
BIN 1069090 – Existing I-481 SB to I-81 SB over Existing I-81 SB 

BIN 1069100 – Existing I-81 SB Ramp to I-481 NB over Existing I-81 NB 
BIN 1069110 – Brighton Ave over Existing I-481 Ramps from Existing I-81 SB and I-481 NB 

BIN 1069120 – Brighton Ave over Existing Ramps from I-481 SB to I-81 NB 
BIN 1031502 – I-81 NB over East Seneca Turnpike 

BIN 1031501 – Existing I-81 SB over East Seneca Turnpike 
BIN 1093561 - I-81 (Former I-481) SB over Manlius Center Road (Route 290) 

BIN 1093571 - I-81 (Former I-481) SB over Conrail Railroad 
BIN 1093572 - I-81 (Former I-481) NB over Conrail Railroad 

BIN 1093562 - I-81 (Former I-481) NB over Manlius Center Road (Route 290) 
 
 
 

 
 
 
 
 
 
 
 
 
  



USGS The National Map: National Boundaries Dataset, 3DEP Elevation
Program, Geographic Names Information System, National Hydrography
Dataset, National Land Cover Database, National Structures Dataset, and

National Transportation Dataset; USGS Global Ecosystems; U.S. Census
Bureau TIGER/Line data; USFS Road Data; Natural Earth Data; U.S.

Department of State Humanitarian Information Unit; and NOAA National
Centers for Environmental Information, U.S. Coastal Relief Model. Data

refreshed August, 2021.
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BRIDGE REMOVALS 
 

BIN 1031510 – East Glen over Existing I-81 
BIN 1069090 – Existing I-481 SB to I-81 SB over Existing I-81 SB 

BIN 1069100 – Existing I-81 SB Ramp to I-481 NB over Existing I-81 NB 
BIN 1069110 – Brighton Ave over Existing I-481 Ramps from Existing I-81 SB and I-481 NB 

BIN 1069120 – Brighton Ave over Existing Ramps from I-481 SB to I-81 NB 
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East Glen over Existing I-81 
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BIN 1031510  
Location: East Glen Avenue over Interstate I-81 

NYSDOT D031085 PIN 3501.60 - I-81 Viaduct Replacement or New Urban Arterial  
City of Syracuse, Onondaga County 
Bridge Asbestos Assessment Results 

 
Asbestos containing materials have been identified on this bridge.   
 
ITEM DESCRIPTION QUANTITY 
210.481201 Removal and Disposal of Miscellaneous ACM (BV14) – 

Sheet Packing 
67 SQ FT 

210.3411 Removal and Disposal of Caulking ACM (BV14) – 
Found in the abutment joint.  

102.6 
LINEAR FT 

210.3411 Removal and Disposal of Caulking ACM (BV14) – 
Found around the guiderail base plates. 

252 
LINEAR FT 

 
The following summarizes the results of the most recent asbestos survey and record 
plan review.  
 
Watts Inspection Findings (January 2014) 
A bridge inspection was completed on 2/24/2014 and the following suspect ACMs 
were identified and sampled: 

• Green bridge paint 
• Cloth wrap over foam pipe insulation 
• Bituminous seam filler in abutment joint 
• White caulk in abutment joint 
• Bearing pad 
• Compressed asbestos sheet packing 
• Masonry coating 
• Beige paint on deck control joint 
• Black tar-like filler in deck control joint 
• Grey caulk around guide rail supports 
• Pad below railing supports on repaired wall 

 
Laboratory analysis indicated that the abutment joint caulk, the sheet packing, and 
the caulk around the guide rail supports sampled by Watts was confirmed positive 
for asbestos.  The other listed materials were not positive for asbestos, per 
laboratory analytical results.   
 



 
May 26, 2022 
 

2 

Review of Historic Plans and Previous Asbestos Survey Information 
• The record plans (FIC 64-7, D259742) were reviewed in support of the field 

survey. The following suspect ACMs were identified: 
 Compressed asbestos sheet packing 
 Caulking compound  
 Bearing pads 
 Pipe insulation/wrap 
 Joint filler 
 Tar paper 

 
• A previous asbestos assessment completed by C&S in 2013 was reviewed in 

support of this project.  The following suspect materials were identified as 
being sampled for laboratory analysis: 
 Bridge paint 
 Sheet packing 
 Caulking compound found in joints 
 Caulking compound associated with guide rail posts 
 Bearing pads 
 Joint filler 
 Masonry coating 
 Pipe insultation 

 
Laboratory analysis indicates that the sheet packing, caulking materials was 
confirmed positive for asbestos. 

 



















Analyzed
Date   Asbestos  Fibrous   Non-FibrousTest Color

Non Asbestos

Test Report:Asbestos Analysis of Bulk Material

EMSL Analytical, Inc.
490 Rowley  Road, Depew, NY 14043
Phone/Fax: (716) 651-0030 / (716) 651-0394
http://www.EMSL.com buffalolab@emsl.com

141400875
CustomerID: WATT50A
CustomerPO:
ProjectID:

EMSL Order:

Attn: Scott Matthews
Watts Architecture & Engineering
2610 Salina Street
Syracuse, NY 13205

Received: 03/03/14 10:00 AM

13092 / I-81 Viaduct Replacement or New Urban Renewal: BIN 1031510 Glenn Ave.

Fax: (315) 443-8605
Phone: (315) 443-8611

Project:

3/9/2014Analysis Date:
2/24/2014Collected:

1031510-22
141400875-0001

Description beige paint on control joints, deckside

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

3/7/2014

3/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Gray /Tan 

Gray /Tan 

Sample ID
Homogeneity Heterogeneous

PLM NYS 198.6  VCM Not Analyzed

1031510-23
141400875-0002

Description beige paint on control joints, deckside

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

3/7/2014

3/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Gray /Tan 

Gray /Tan 

Sample ID
Homogeneity Heterogeneous

PLM NYS 198.6  VCM Not Analyzed

1031510-24
141400875-0003

Description beige paint on control joints, deckside

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

3/7/2014

3/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Gray /Tan 

Gray /Tan 

Sample ID
Homogeneity Heterogeneous

PLM NYS 198.6  VCM Not Analyzed

1031510-25
141400875-0004

Description black tar-like filler in control joints

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

3/7/2014

3/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Black 

Black 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1031510-26
141400875-0005

Description black tar-like filler in control joints

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

3/7/2014

3/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Black 

Black 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

Page 1Test Report 198VCM-7.30.0  Printed: 3/10/2014 9:43:02 AM

Initial Report From 03/10/2014  09:15:47

http://www.EMSL.com
mailto:buffalolab@emsl.com


  Asbestos  Fibrous   Non-FibrousTest Color
Non Asbestos

Test Report:Asbestos Analysis of Bulk Material

EMSL Analytical, Inc.
490 Rowley  Road, Depew, NY 14043
Phone/Fax: (716) 651-0030 / (716) 651-0394
http://www.EMSL.com buffalolab@emsl.com

141400875
CustomerID: WATT50A
CustomerPO:
ProjectID:

EMSL Order:

1031510-27
141400875-0006

Description black tar-like filler in control joints

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

3/7/2014

3/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Black 

Black 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1031510-28
141400875-0007

Description gray caulk around railing supports

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

3/7/2014

3/9/2014

Not Analyzed

Not Analyzed

Gray 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1.4%  Chrysotile

1.4% Total

1031510-29
141400875-0008

Description gray caulk around railing supports

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

3/7/2014

3/9/2014

Not Analyzed

Not Analyzed

Gray 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1.1%  Chrysotile

1.1% Total

1031510-30
141400875-0009

Description gray caulk around railing supports

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

3/7/2014

3/9/2014

Not Analyzed

Not Analyzed

Gray 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

2.2%  Chrysotile

2.2% Total

1031510-31
141400875-0010

Description pad below railing supports on repaired wall

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

3/7/2014

3/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Brown 

Brown 

Sample ID
Homogeneity Heterogeneous

PLM NYS 198.6  VCM Not Analyzed

1031510-32
141400875-0011

Description pad below railing supports on repaired wall

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

3/7/2014

3/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Brown 

Brown 

Sample ID
Homogeneity Heterogeneous

PLM NYS 198.6  VCM Not Analyzed

Page 2Test Report 198VCM-7.30.0  Printed: 3/10/2014 9:43:02 AM

Initial Report From 03/10/2014  09:15:47

http://www.EMSL.com
mailto:buffalolab@emsl.com


  Asbestos  Fibrous   Non-FibrousTest Color
Non Asbestos

Test Report:Asbestos Analysis of Bulk Material

EMSL Analytical, Inc.
490 Rowley  Road, Depew, NY 14043
Phone/Fax: (716) 651-0030 / (716) 651-0394
http://www.EMSL.com buffalolab@emsl.com

141400875
CustomerID: WATT50A
CustomerPO:
ProjectID:

EMSL Order:

1031510-33
141400875-0012

Description pad below railing supports on repaired wall

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

3/7/2014

3/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Brown 

Brown 

Sample ID
Homogeneity Heterogeneous

PLM NYS 198.6  VCM Not Analyzed

-In New York State, TEM is currently the only method that can be used to determine if NOB  materials can be considered or treated as non-asbestos containing.  
All samples examined for the presence of vermiculite when analyzed via NYS 198.1.
-NYS Guidelines for Vermiculite containing samples are available at http://www.wadsworth.org/labcert/elapcert/forms/VermiculiteInterimGuidance_Rev070913.pdf 
EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by 
EMSL.  EMSL bears no responsibility for sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples 
were received in good condition unless otherwise noted.
This report must not be used by the client to claim product certification, approval, or endorsement by NVLAP, NIST, or any agency of the federal government. This report may contain 
data that is not covered by the NVLAP accreditation.

Rhonda McGee, Laboratory Manager
or other approved signatory

Analyst(s)

NOB = Non Friable Organically Bound     N/A = Not Applicable   VCM = Vermiculite Containing Material  

Rachel  Giese

Samples analyzed by EMSL Analytical, Inc. Depew, NY NYS ELAP 11606

Page 3THIS IS THE LAST PAGE OF THE REPORT.Test Report 198VCM-7.30.0  Printed: 3/10/2014 9:43:02 AM

Initial Report From 03/10/2014  09:15:47

http://www.EMSL.com
mailto:buffalolab@emsl.com
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BIN 1031510 Inspection Photos 
 

East Glen over Existing I-81 
  



Photo 1        

 

 

 

Photo 2 

   

 

 



Photo 3        

   

 

 

Photo 4        

   

 

 



Photo 5 

 

 

 

Photo 6        

   

 

 



Photo 7 

 

 

 



rswick
Text Box
A review of pages E1-E15 for BIN 1031510 identified the following as suspect materials:- Asbestos Sheetpacking on pages E1 and E8- Tar Paper on footings of piers on pages E4 and E9- Caulking Compound on page E8- Cotton/Stitched Paper Piping Cord on pages E8 and E14- Cork Joint Filler on pages E8 and E14- Bearing Pads on pages E9 and E11- Pipe Insulation on page E11
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gandrews
Text Box
Reviewed on 1-23-14 by GA.ACM sheet packing - page 3 and 5.ACM caulking compound - pages 3 and 5.Believe this material has already been removed.
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gandrews
Text Box
Drawings were reviewed on 1/23/14 by GA.ACM sheet packing identified on pages 2 and 4.ACM caulking compound identified on pages 2 and 4.
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C&S Engineers, Inc. 
Syracuse Hancock International Airport 

Syracuse, NY 13212 
phone 315-455-2000 

fax 315-455-9667 
 www.cscos.com  

 
TECHNICAL MEMORANDUM 
 
TO: FILE (190.222.003) 
 
FROM: Bryan A. Bayer, Asbestos Abatement Project Designer  
 NYSDOH Certificate Number AH 01-17258 
 
DATE: AUGUST 9, 2013 
 
RE:  NEW YORK STATE DEPARTMENT OF TRANSPORTATION 

Interstate 81 & Interstate 690 Element Specific Bridge Work 
PIN 3804.66, BIN 1031510 

 
This memorandum documents an asbestos screening conducted for the proposed Interstate 81 & 
Interstate 690 Element Specific Bridge Work Project at BIN 1031510.  This screening was 
limited to assessing the potential presence of asbestos-containing materials (ACMs) that could be 
disturbed during work for this project.  It does not include a screening of the entire structure. 
 
SCREENING PROCEDURES 
A walkover of the structure was completed on June 6, 2002 to visually assess the possible 
presence of ACMs.  Only those areas readily accessible are included in the visual assessment. 
 
Available drawings of the structure were reviewed.  The New York State Department of 
Transportation (NYSDOT) provided the drawings listed below: 
 
• Interstate Route 505, Syracuse City Line to Sizer Street, prepared by Leonard S. Wegman Co. 

Engineers dated December 9, 1963.  The federal aid number for these drawings is I-81-2 
(80), Contract# F.I.C. 64-7. 

 
Lastly, a review of the Asbestos Sampling Survey, BIN 1-03151-0 East Glen Avenue over 
Interstate Route I-81 (hereinafter referred to as “Survey”), occurred as well. 
 
SCREENING RESULTS 
The screening revealed the following materials that are suspect ACM: 
 
Bridge Paint:  This material was observed on steel girders, bearings, conduits, pipes, etc. and 
could contain asbestos and lead.  The paint was tested as part of the Survey, and it was 
determined that the bridge paint did not contain asbestos.  According to a memo received from 
the New York State Department of Transportation on March 7, 2002 (post-Survey), this structure 
could contain ACM containing paint. 
 
Caulking Compound:  This material was noticed at the vertical control joints in the abutments 
and retaining walls of this structure.  In addition, caulk could be seen in various locations at 



MEMO: BIN 1031510 ASBESTOS SCREENING 
AUGUST 9, 2013 
PAGE 2 OF 2 
 
 

F:\Project\190 - N.Y.S. DEPT OF TRANSPORTATION\190514001 - I81 Viaduct\Design\Technical Information\Asbestos\BIN 1031510 
Asbestos Summary.doc 

joints in the parapet wall.  This material was also observed between the cheekwall and bridge 
deck, as well as within the sidewalk of the structure.  According to the Survey, caulking 
compound was sampled and determined to contain asbestos.  In addition and according to the 
Survey, asbestos containing caulking compound exists beneath the guide rail posts of this 
structure.   
 
Bearing Pads:  The bearings, and specifically the bearing pads, were reviewed during the site 
walkover.  These materials are generally located under the masonry plate of the bearing at each 
bridge bearing.  Bearing pads were tested as part of the Survey and found to be non-ACM. 
 
Joint Filler:  This material was observed at the vertical control joints in the abutments and 
retaining walls of this structure, as well as in the parapet wall at the abutment/bridge deck joint.  
This material was sampled as part of the Survey, and found to be non-ACM. 
 
Sheet Packing:  It appeared as if sheet packing was used on top of the backwall at each 
abutment.  This material was tested as part of the Survey and found to contain asbestos. 
 
Masonry Coating:  This material was used on the abutments, pedestals, bridge seats, and 
backwall at this structure.  This material was tested as part of the Survey, and found to be non-
ACM. 
 
Pipe Wrap:  Several conduits traverse the length of the structure.  It appears as if the water line 
found under the structure has an insulation wrap around it.  The pipe wrap’s composition could 
not be determined in the field.  The Survey did not include sampling this material.   
 
Conduits:  As previously mentioned, several conduits traverse the length of the bridge.  Based 
on a review of the drawings, the conduits are not transite (asbestos containing) pipe. 



 
 
 

   

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

BIN 1069090 
 

Existing I-481 SB to I-81 SB over Existing I-81 SB 
  



 
May 26, 2022 
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BIN 1069090  
Location: I-481 WB to I-81 SB Ramp over I-81 

NYSDOT D031085 PIN 3501.60 - I-81 Viaduct Replacement or New Urban Arterial  
City of Syracuse, Onondaga County 
Bridge Asbestos Assessment Results 

 
No asbestos containing materials have been identified on this bridge.   
 
The following summarizes the results of the most recent survey and record plan 
review. 
 
Watts Inspection Findings (January 2014)  
A bridge inspection was completed on 1/30/2014 and the following suspect ACMs 
were identified and sampled: 

• Green bridge paint 
• Bearing pad 
• White ring around steel bearing 
• Grey masonry paint on lower part of abutment 
• Hard white rail inside expansion joint 

 
The sampled materials were not positive for asbestos, per laboratory analytical 
results. 
 
Review of Historic Plans and Previous Asbestos Survey Information 
Record plans were reviewed in support of the field survey. 

• Contract D95942 (dated 1975) – Mastic duct sealant and Type D waterstop 
were identified.  NYSDOT no longer considers Type D waterstop a suspect 
material. 

• Contract D256745 (dated 1995) – No suspect ACM was identified. 
• Contract D259742 (dated 2004) - No suspect ACM was identified. 
• An assessment of previous documentation was conducted by C&S in 2013 

and identified bearing pads, bridge paint, masonry paint/coatings, and 
canvas duck as suspect materials. 

 
No additional suspect ACM sampling has been identified for BIN 1069090. 
 
 
 





Analyzed
Date   Asbestos  Fibrous   Non-FibrousTest Color

Non Asbestos

Test Report:Asbestos Analysis of Bulk Material

EMSL Analytical, Inc.
490 Rowley  Road, Depew, NY 14043
Phone/Fax: (716) 651-0030 / (716) 651-0394
http://www.EMSL.com buffalolab@emsl.com

141400427
CustomerID: WATT50A
CustomerPO:
ProjectID:

EMSL Order:

Attn: Scott Matthews
Watts Architecture & Engineering
2610 Salina Street
Syracuse, NY 13205

Received: 02/04/14 10:00 AM

13092 - 181 Viaduct Replacement or New Urban Arterial Bin 1069090 - I-481 SB Onto 81 SB

Fax: (315) 443-8605
Phone: (315) 443-8611

Project:

2/9/2014Analysis Date:
1/30/2014Collected:

1069090-01
141400427-0001

Description green bridge paint, below deck

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

2/7/2014

2/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Brown 
/Green 

Brown 
/Green 

Sample ID
Homogeneity Heterogeneous

PLM NYS 198.6  VCM Not Analyzed

1069090-02
141400427-0002

Description green bridge paint, below deck

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

2/7/2014

2/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Brown 
/Green 

Brown 
/Green 

Sample ID
Homogeneity Heterogeneous

PLM NYS 198.6  VCM Not Analyzed

1069090-03
141400427-0003

Description green bridge paint, below deck

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

2/7/2014

2/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Brown 

Brown 

Sample ID
Homogeneity Heterogeneous

PLM NYS 198.6  VCM Not Analyzed

1069090-04
141400427-0004

Description pier bearing pad

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

2/7/2014

2/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Green /Rust 

Green /Rust 

Sample ID
Homogeneity Heterogeneous

PLM NYS 198.6  VCM Not Analyzed

1069090-05
141400427-0005

Description pier bearing pad

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

2/7/2014

2/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Green /Rust 

Green /Rust 

Sample ID
Homogeneity Heterogeneous

PLM NYS 198.6  VCM Not Analyzed

Page 1Test Report 198VCM-7.30.0  Printed: 2/11/2014 9:02:31 AM

Initial Report From 02/11/2014  08:58:38

http://www.EMSL.com
mailto:buffalolab@emsl.com


  Asbestos  Fibrous   Non-FibrousTest Color
Non Asbestos

Test Report:Asbestos Analysis of Bulk Material

EMSL Analytical, Inc.
490 Rowley  Road, Depew, NY 14043
Phone/Fax: (716) 651-0030 / (716) 651-0394
http://www.EMSL.com buffalolab@emsl.com

141400427
CustomerID: WATT50A
CustomerPO:
ProjectID:

EMSL Order:

1069090-06
141400427-0006

Description pier bearing pad

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

2/7/2014

2/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Green /Rust 

Green /Rust 

Sample ID
Homogeneity Heterogeneous

PLM NYS 198.6  VCM Not Analyzed

1069090-07
141400427-0007

Description white ring around steel bearing, abutment

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

2/7/2014

2/9/2014

Not Analyzed

Insufficient Material

Not Analyzed

Sample ID
Homogeneity

PLM NYS 198.6  VCM Not Analyzed

1069090-08
141400427-0008

Description white ring around steel bearing, abutment

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

2/7/2014

2/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Gray 

Gray 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1069090-09
141400427-0009

Description white ring around steel bearing, abutment

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

2/7/2014

2/9/2014

Not Analyzed

Insufficient Material

Not Analyzed

Sample ID
Homogeneity

PLM NYS 198.6  VCM Not Analyzed

1069090-10
141400427-0010

Description thin gray paint on masonry, at abutment

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

2/7/2014

2/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Gray 

Gray 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1069090-11
141400427-0011

Description thin gray paint on masonry, at abutment

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

2/7/2014

2/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Gray 

Gray 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

Page 2Test Report 198VCM-7.30.0  Printed: 2/11/2014 9:02:31 AM

Initial Report From 02/11/2014  08:58:38
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  Asbestos  Fibrous   Non-FibrousTest Color
Non Asbestos

Test Report:Asbestos Analysis of Bulk Material

EMSL Analytical, Inc.
490 Rowley  Road, Depew, NY 14043
Phone/Fax: (716) 651-0030 / (716) 651-0394
http://www.EMSL.com buffalolab@emsl.com

141400427
CustomerID: WATT50A
CustomerPO:
ProjectID:

EMSL Order:

1069090-12
141400427-0012

Description thin gray paint on masonry, at abutment

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

2/7/2014

2/9/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Gray 

Gray 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1069090-13
141400427-0013

Description hard white rail, inside expansion slot, at bearing

PLM NYS 198.1 Friable 2/11/2014

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

None Detected

Not Analyzed

Not Analyzed

White

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

Non-fibrous (other)100.00%

1069090-14
141400427-0014

Description hard white rail, inside expansion slot, at bearing

PLM NYS 198.1 Friable 2/11/2014

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

None Detected

Not Analyzed

Not Analyzed

White

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

Non-fibrous (other)100.00%

1069090-15
141400427-0015

Description hard white rail, inside expansion slot, at bearing

PLM NYS 198.1 Friable 2/11/2014

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

None Detected

Not Analyzed

Not Analyzed

White

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

Non-fibrous (other)100.00%

-In New York State, TEM is currently the only method that can be used to determine if NOB  materials can be considered or treated as non-asbestos containing.  
All samples examined for the presence of vermiculite when analyzed via NYS 198.1.
-NYS Guidelines for Vermiculite containing samples are available at http://www.wadsworth.org/labcert/elapcert/forms/VermiculiteInterimGuidance_Rev070913.pdf 
EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by 
EMSL.  EMSL bears no responsibility for sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples 
were received in good condition unless otherwise noted.
This report must not be used by the client to claim product certification, approval, or endorsement by NVLAP, NIST, or any agency of the federal government. This report may contain 
data that is not covered by the NVLAP accreditation.

Rhonda McGee, Laboratory Manager
or other approved signatory

Analyst(s)

NOB = Non Friable Organically Bound     N/A = Not Applicable   VCM = Vermiculite Containing Material  

Rachel  Giese

Rhonda  McGee

Tom  Hanes

Samples analyzed by EMSL Analytical, Inc. Depew, NY NYS ELAP 11606
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BIN 1069090 Inspection Photos 
 

Existing I-481 SB to I-81 SB over Existing I-81 SB 
  



Photo 1        

 

 

 

Photo 2 

   

 

 



Photo 3        

   

 

 

Photo 4        

   

 

 



Photo 5 

 

 

 

Photo 6        

   

 

 



rswick
Text Box
Record plans were reviewed on 3/21/14 by GA.  The following suspect materials were identified:- Type D Waterstop on Sheet #'s 241 and 245- Mastic Duct Sealing Compound on Sheet # 269
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gandrews
Text Box
Record plans were reviewed on 3/20/14 by GA.  No suspect ACM was identified.

















gandrews
Text Box
Record plans were reviewed on 3/20/14 by GA.  No suspect ACM was identified.

















C&S Engineers, Inc. 
Syracuse Hancock International Airport 

Syracuse, NY 13212 
phone 315-455-2000 

fax 315-455-9667 
 www.cscos.com  

 
TECHNICAL MEMORANDUM 
 
TO: FILE (190.222.001.3905) 
 
FROM: Bryan A. Bayer, Asbestos Abatement Project Designer  
 NYSDOH Certificate Number AH 01-17258 
 
DATE: AUGUST 9, 2013 
 
RE:  NEW YORK STATE DEPARTMENT OF TRANSPORTATION 

Interstate 81 & Interstate 690 Element Specific Bridge Work 
PIN 3804.39.111, BIN 1069090 

 
This memorandum documents an asbestos screening conducted for the proposed Interstate 81 & 
Interstate 690 Element Specific Bridge Work Project at BIN 1069090.  This screening was 
limited to assessing the potential presence of asbestos-containing materials (ACMs) that could be 
disturbed during work for this project.  It does not include a screening of the entire structure. 
 
SCREENING PROCEDURES 
First, a walkover of the structure was completed on May 24, 2002 to visually assess the possible 
presence of ACMs. 
 
Available drawings of the structure were reviewed.  The New York State Department of 
Transportation (NYSDOT) provided the following drawings: 
 
• Interstate Route Connection 571 Forest Interchange – Jamesville, Onondaga County 

prepared by Goodkind & O’Dea, Inc. Consulting Engineers dated November 1975.  The 
contract number for these drawings is D95042. 

 
• Interstate Joint Replacement Project, Onondaga County, P.I.N. 3803.63 prepared by 

NYSDOT dated July 1995.  The contract number for these drawings is D256745. 
 
SCREENING RESULTS 
The screening revealed the following materials that are suspect ACM: 
 
Bridge Paint:  This material was observed on steel girders, bearings, conduits, pipes, etc. and 
could contain asbestos and lead.  According to a memo received from the NYSDOT on March 7, 
2002 (post-Survey), this structure could contain ACM containing paint. 
 
Bearing Pads:  Bearing pads are generally located under the masonry plate of each bridge 
bearing.  Based on a review of the drawings, the bearing pads could be lead containing.  It is our 
opinion that the bearings pads be tested for both asbestos and lead content. 
 



MEMO: BIN 1069090 ASBESTOS SCREENING 
AUGUST 9, 2013 
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F:\Project\190 - N.Y.S. DEPT OF TRANSPORTATION\190514001 - I81 Viaduct\Design\Technical Information\Asbestos\BIN 1069090 
Asbestos Summary.doc 

Masonry Coating:  This material was used on the abutments, pedestals, bridge seats, and 
backwall at this structure.   
 
Canvas Duck:  This material was specified for use in the above-mentioned drawings between the 
bearings and pedestals.   
 
Red Lead:  According to the drawings, this material was used between the bearing and pedestal.  
Evidence of this material was not noticed in the field, however it may not be visible as it could 
be concealed by the bearings. 
 
Masonry Paint:  Several colors of paint were noticed on the abutments for this structure. 
 
Foam Board:  This material was noticed within the structural deck joints.   



 
 
 

   

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

BIN 1069100 
 

Existing I-81 SB Ramp to I-481 NB over Existing I-81 NB 
  



 
May 26, 2022 
 

1 

BIN 1069100  
Location: I-81 SB to I-481 EB over I-81 NB 

NYSDOT D031085 PIN 3501.60 - I-81 Viaduct Replacement or New Urban Arterial  
City of Syracuse, Onondaga County 
Bridge Asbestos Assessment Results 

 
No asbestos containing materials have been identified on this bridge.   
 
The following summarizes the results of the most recent survey and record plan 
review. 
 
Watts Inspection Findings (August 2013)  
A bridge inspection was completed on 1/30/2014 and the following suspect ACMs 
were identified and sampled: 

• Bearing pad 
• Green bridge paint 
• Masonry paint 

 
The sampled materials were not positive for asbestos, per laboratory analytical 
results. 
 
Review of Historic Plans 
Record plans were reviewed in support of the field survey. 

• Contract D95042 (dated 1975) – Type D waterstop was identified.  NYSDOT no 
longer considers Type D waterstop a suspect material.  
 

No additional suspect ACM sampling has been identified for BIN 1069100. 















 
 
 

   

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

BIN 1069100 Inspection Photos 
 

Existing I-81 SB Ramp to I-481 NB over Existing I-81 NB 
  



Photo 1        

 

 

 

Photo 2 
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Photo 4        

   

 

 



Photo 5 
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